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GENERAL NOTES:

PRIOR TO CONSTRUCTIQON FIELD VERIFY & CHECK EXISTING CONDITIONS, ELEVATIONS,
DIMENSIONS AND INFORM ENGINEER/CONSTRUCTION SUPERINTENDANT OF
CONFLICTS, INTERFERENCES & UNEXPECTED CONDITIONS.

CONDUIT & WIREWAY ROUTING ARE DIAGRAMATIC. MIN.

3/4°C & #12 AWG WIRE SIZES.

SUPPORT CONDUITS & WIREWAY AT LEAST EVERY 10 FEET OR AS REQUIRED.

PRIOR TO TIE—-DOWNS.

NOTES:

1.

2.
3.

NO ‘LB’ TO BE USED

FIELD TO VERIFY & CHECK EQUIPMENT RATING, INTERCONNECTIONS,

90 SWEEPS MUST BE AT LEAST 24" RADIUS.
CONDUITS SHALL BE OUTSIDE OF ELECTRICAL AREA AS SHOWN

TAG & LABEL ALL ELECTRICAL EQPT & DEVICES WITH CIRCUIT NOs. AND/OR EQUIPMENT NOs.
FIELD TO SUBMIT MARKED—UP PRINTS AFTER THE INSTALLATIONS COMPLETE FOR "AS—BUILT".
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